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SECTION A-A

UNDISTURBED
GROUND

NOTES:
. SPACING FOR CONCRETE RESTRAINING ANCHORS SHALL BE AS SHOWN

ON THE PLANS.
. THE PORTION OF THE ANCHOR IN UNDISTURBED GROUND SHALL BE

POURED UNFORMED.

. CONCRETE SHALL BE 3000 PSI.
. CONCRETE ANCHOR TO BE POURED AROUND BELL OF PIPE WHERE APPLICABLE.

. USE ON SLOPES EQUAL TO OR GREATER THAN 20%.
6. PIPE SHALL BE DUCTILE IRON PIPE.
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